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General Notes:
1. All architectural, structural, mechanical, electrical and plumbing work

shall meet applicable codes.
2. All dimensions shall be verified by the contractor.  Do not scale the

drawings.
3. Contractor to verify existing site conditions and provide necessary

adjustment for construction to be completed within the intent of the
design.

4. See construction drawings dated 1.26.18 for additional information
about original building construction. This drawing set is for the "Future
Bathrooms" that were referenced in the original construction drawings.

5. Verify if insulation and ceiling gyp. bd. is already installed at location of
bathrooms. If not, install and paint.

Code Summary:
Review based on:

2009 International Building Code & Wisconsin Amendments
2009 International Energy Conservation Code
Americans with Disabilities Act

Building is not sprinklered.

Occupancy Type  (IBC Chapter 3):
Group U Restroom/Storage Building

 
Construction Type  (IBC Chapter 6 & Table 601)

Type V-B
One Story

Occupant Load  (IBC Chapter 10 and table 1003.2.2.2)
Building is an accessory structure to the park and does not have a specific occupant load.

Proposed Building Area  (Area within exterior walls exclusive of vent shafts, interior walls and courts)

Main Level:    520 SF   

Area Calculations  (Per IBC 506.1)
Basic Allowable  (Table 503) 5500 SF

Plumbing Fixture Calculations  (IBC Chapter 29)
Restroom building does not have any occupants specific to the building.  6 unisex bathrooms are provided with 1 toilet, 1 lavatory each.
1 Service sink is provided in the mechanical room and one drinking fountain/bottle filler is provided on the exterior.
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